
 

 

 
 

 

159 Western Ave West, Suite 486 Seattle, Washington 98119 
 

 
Wenatchee Public Library Phase II Modernization 

 

BID SET – ADDENDUM NUMBER 2 
 

ISSUED: October 5, 2023 
 
This Addendum supersedes and supplements all portions of the Site Bid Set dated August 28, 2023, 
with which it concerns. The Addendum becomes part of the Contract Documents upon issuance. 
Receipt of the addendum must be acknowledged on bid for bid to be considered valid.  
 
This Addendum includes the following Sections and Attachments:  
 
Section 1: Bid Document Clarifications, Revisions, and Additions 
Section 2: Bidder’s Questions 
Section 3: Pre-Bid Walk #2 Attendee List 
Summary of Attachments 
 
 
SECTION 1: Bid Document Clarifications, Revisions, and Additions 
 

1. A protest period after bid opening will be observed from October 18, 2023 until October 25, 
2023.  
 

2. Sheet M101, Revise as shown in clouded portions of attached sheet. 
a. Existing refrigerant lines and associated branch selector boxes now shown. 

Refrigerant lines to be demolished are now shown. Existing controls on wall in 
Sorting / Work area are now shown.  
 

3. Sheet M102 , Revise as shown in clouded portions of attached sheet. 
a. Existing refrigerant lines and associated branch selector boxes now shown. New 

refrigeration line sizes and routing are now shown. Existing controls on wall in 
Sorting / Work area are now shown. 
 

4. Sheet M103 , Revise as shown in clouded portions of attached sheet. 



 
  

 
a. Existing refrigerant lines and associated branch selector boxes now shown. 

Refrigerant lines to be demolished are now shown. Controls on wall in Sorting / 
Work area are now shown. Notes have been added in the alternate for contractor to 
remove and salvage for relocation. 
 

5. Sheet M104 , Revise as shown in clouded portions of attached sheet. 
a. Existing refrigerant lines and associated branch selector boxes now shown. New 

refrigeration line sizes and routing are now shown. Controls on wall in Sorting / Work 
area are now shown as being relocated to outside of wall of Office 007. 

 
 
SECTION 2: Bidder’s Questions 
 

1. Question:  Sizes & routing of new refrigeration line sets for FC-1, FC-2 & FC-3. Where is the 
existing branch box located? 

Answer:  
See revised M101 through M104 for refrigeration line set sizes and routing and location  
of associated branch selector box, BS-2. 
 

2. Question: What is the existing control structure?  DDC, BMS, VRF central control panel?   
Is there a specific model of thermostat that meets the keyed note #1 requirement,  
and communicates with the existing controls the engineer / architect is looking for? 

Answer:  
Existing control structure is through Diakin VRF supplied ITouch Manager.  
Use the Daikin BRC1E73 Wired Remote Controller with space temperature sensor. 

 
3. Question: Architectural shows removing of duct near gridline A,6.  Mech does not address.  

Answer:  
Refer to revised M101 which calls for contractor to demo back duct into the ceiling. Refer 
to revised sheet M102 for a new ceiling return grille being installed as the new means of 
exhaust for the new LG. Flex Meeting Room 011. Refer revised to M103 for demolition of 
duct in add alternate. Refer to revised sheet M104 for new ductwork routing and how to 
route ductwork for new exhaust for the LG. Flex Meeting Room 011. 

 
4. Question: For add alternate, controls will end up in the new office. 

Answer:  
Refer to revised M103 and M104 for controls relocation in add alternate.  
 
 

Section 3: Pre-Bid Walk #2 Attendee List 10/2/23 
1. Halme Builders, Davenport, WA 



 
  

 
 
 
Summary of Attachments: 

1. M101 Lower Level and Lower Mezzanine Base Bid Demo Plan - Mechanical 
2. M102 Lower Level and Lower Mezzanine Base Bid Plan - Mechanical 
3. M103 Lower Level and Lower Mezzanine Add Alt Demo Plan - Mechanical 
4. M104 Lower Level and Lower Mezzanine Add Alt Demo Plan - Mechanical 

 
 

END OF ADDENDUM NUMBER 2 



1 LOWER LEVEL AND LOWER MEZZANINE BASE BID DEMO PLAN - MECHANICAL
SCALE: 1/8" = 1'-0" N O R T H

1. REFER TO ALL DRAWINGS FOR COORDINATION BETWEEN
DEMOLITION AND NEW WORK.  COORDINATE DEMOLITION WORK
WITH THAT OF OTHER TRADES.

2. COORDINATE SALVAGE AND REUSE OF EXISTING EQUIPMENT
WITH OWNER.  ITEMS OF VALUE WHICH ARE NOT DIRECTED TO
BE RETURNED TO THE OWNER, SHALL BECOME THE PROPERTY
OF THE CONTRACTOR.  STORAGE OR SALE OF ITEMS ON THE
PROJECT SITE IS PROHIBITED.

3. PROTECTION: CONTRACTOR SHALL BE RESPONSIBLE FOR
PROTECTING, COVERING, AND SEALING EXISTING EQUIPMENT
AND SURROUNDINGS DURING DEMOLITION FROM DIRT, DUST
AND DEBRIS.  ENSURE THE SAFE PASSAGE OF PERSONS IN AND
AROUND BUILDING DURING DEMOLITION.  PREVENT INJURY TO
PERSONS AND DAMAGE TO PROPERTY.  PROVIDE ADEQUATE
SHORING AND BRACING TO PREVENT COLLAPSE.  IMMEDIATELY
REPAIR DAMAGED PROPERTY TO THE CONDITION BEFORE
BEING DAMAGED.  TAKE EFFECTIVE MEASURES TO PREVENT
DUST MIGRATION.

4. UTILITIES: MAINTAIN ALL UTILITIES EXCEPT THOSE REQUIRING
REMOVAL OR RELOCATION.  KEEP UTILITIES IN SERVICE AND
PROTECT FROM DAMAGE.  DO NOT INTERRUPT UTILITIES
SERVING AREAS OUTSIDE OF PRESENT SCOPE WITHOUT FIRST
OBTAINING PERMISSION FROM THE UTILITY COMPANY AND/OR
OWNER.  PROVIDE TEMPORARY SERVICES AS REQUIRED.

5. REMOVE AND DISPOSE OF EXISTING MECHANICAL EQUIPMENT
AS SHOWN, UNLESS NOTED OTHERWISE.  COORDINATE WITH
ARCHITECT, AREAS OF DEMOLITION AROUND, ADJACENT, OR
CONNECTED TO EXISTING MECHANICAL EQUIPMENT THAT IS TO
REMAIN.

DEMOLITION GENERAL NOTES

REMOVE AND DISPOSE OF EXISTING EQUIPMENT, DUCTWORK,
AND CONTROLS.  COORDINATE EXTENT OF DEMOLITION WITH
NEW WORK.

EXISTING THERMOSTAT TO BE REMOVED AND RELOCATED. SEE
M1.02 FOR NEW LOCATION.

EXISTING CONTROLS TO REMAIN IN BASE BID.

DEMO KEYED NOTES
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1. FOR THE PURPOSES OF CLEARNESS AND LEGIBILITY, DRAWINGS
ARE DIAGRAMMATIC AND FOR DESIGN INTENT ONLY.
CONTRACTOR MUST VERIFY ALL DIMENSIONS BY FIELD
MEASUREMENT BEFORE BEGINNING ANY FABRICATION OR
CONSTRUCTION.

2. ALL WORK SHALL BE IN ACCORDANCE WITH APPLICABLE STATE
AND LOCAL CODES IN ACCORDANCE WITH THE CURRENT
INTERNATIONAL MECHANICAL CODE.

3. ALL NEW MATERIAL, METHODS, AND EQUIPMENT SHALL BE
INSTALLED IN STRICT ACCORDANCE WITH THE BUILDING
STANDARDS AS APPROVED BY THE OWNER.

4. CONTRACTOR SHALL INSTALL ALL EQUIPMENT IN STRICT
ACCORDANCE WITH MANUFACTURERS RECOMMENDATIONS.

5. COORDINATE EXACT LOCATION OF DUCTWORK WITH
EQUIPMENT, LIGHTING, PIPING, ETC..

6. BALANCE AIR SYSTEMS WITHIN 10% OF CAPACITIES LISTED.

7. CONTRACTOR SHALL COORDINATE WITH GENERAL
CONTRACTOR OR OWNER PRIOR TO ANY CUTTING OF ROOF.

8. SOUND LINING IN DUCT IS INDICATED ON DRAWING WITH
DASHED LINE INSIDE DUCT. DUCT SIZE SHOWN IS THE INSIDE OF
THE DUCT AND DOES NOT ACCOUNT FOR 1" OF  ADDITIONAL
INTERNAL SOUND DUCT INSULATION

GENERAL NOTES

KEYED NOTES

EXISTING WORK (LIGHT)

NEW WORK (DARK)

CONNECT NEW TO EXISTING

NEW WORK KEY

1 LOWER LEVEL AND LOWER MEZZANINE BASE BID PLAN - MECHANICAL
SCALE: 1/8" = 1'-0" N O R T H
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1 LOWER LEVEL AND LOWER MEZZANINE  ADD ALT DEMO PLAN - MECHANICAL
SCALE: 1/8" = 1'-0" N O R T H

1. REFER TO ALL DRAWINGS FOR COORDINATION BETWEEN
DEMOLITION AND NEW WORK.  COORDINATE DEMOLITION WORK
WITH THAT OF OTHER TRADES.

2. COORDINATE SALVAGE AND REUSE OF EXISTING EQUIPMENT
WITH OWNER.  ITEMS OF VALUE WHICH ARE NOT DIRECTED TO
BE RETURNED TO THE OWNER, SHALL BECOME THE PROPERTY
OF THE CONTRACTOR.  STORAGE OR SALE OF ITEMS ON THE
PROJECT SITE IS PROHIBITED.

3. PROTECTION: CONTRACTOR SHALL BE RESPONSIBLE FOR
PROTECTING, COVERING, AND SEALING EXISTING EQUIPMENT
AND SURROUNDINGS DURING DEMOLITION FROM DIRT, DUST
AND DEBRIS.  ENSURE THE SAFE PASSAGE OF PERSONS IN AND
AROUND BUILDING DURING DEMOLITION.  PREVENT INJURY TO
PERSONS AND DAMAGE TO PROPERTY.  PROVIDE ADEQUATE
SHORING AND BRACING TO PREVENT COLLAPSE.  IMMEDIATELY
REPAIR DAMAGED PROPERTY TO THE CONDITION BEFORE
BEING DAMAGED.  TAKE EFFECTIVE MEASURES TO PREVENT
DUST MIGRATION.

4. UTILITIES: MAINTAIN ALL UTILITIES EXCEPT THOSE REQUIRING
REMOVAL OR RELOCATION.  KEEP UTILITIES IN SERVICE AND
PROTECT FROM DAMAGE.  DO NOT INTERRUPT UTILITIES
SERVING AREAS OUTSIDE OF PRESENT SCOPE WITHOUT FIRST
OBTAINING PERMISSION FROM THE UTILITY COMPANY AND/OR
OWNER.  PROVIDE TEMPORARY SERVICES AS REQUIRED.

5. REMOVE AND DISPOSE OF EXISTING MECHANICAL EQUIPMENT
AS SHOWN, UNLESS NOTED OTHERWISE.  COORDINATE WITH
ARCHITECT, AREAS OF DEMOLITION AROUND, ADJACENT, OR
CONNECTED TO EXISTING MECHANICAL EQUIPMENT THAT IS TO
REMAIN.

DEMOLITION GENERAL NOTES

REMOVE AND DISPOSE OF EXISTING EQUIPMENT, DUCTWORK,
AND CONTROLS.  COORDINATE EXTENT OF DEMOLITION WITH
NEW WORK.

REMOVE T-STAT AND SALVAGE FOR RELOCATION.

REMOVE EXISTING CONTROLS AND SALVAGE FOR RELOCATION.

DEMO KEYED NOTES
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1. FOR THE PURPOSES OF CLEARNESS AND LEGIBILITY, DRAWINGS
ARE DIAGRAMMATIC AND FOR DESIGN INTENT ONLY.
CONTRACTOR MUST VERIFY ALL DIMENSIONS BY FIELD
MEASUREMENT BEFORE BEGINNING ANY FABRICATION OR
CONSTRUCTION.

2. ALL WORK SHALL BE IN ACCORDANCE WITH APPLICABLE STATE
AND LOCAL CODES IN ACCORDANCE WITH THE CURRENT
INTERNATIONAL MECHANICAL CODE.

3. ALL NEW MATERIAL, METHODS, AND EQUIPMENT SHALL BE
INSTALLED IN STRICT ACCORDANCE WITH THE BUILDING
STANDARDS AS APPROVED BY THE OWNER.

4. CONTRACTOR SHALL INSTALL ALL EQUIPMENT IN STRICT
ACCORDANCE WITH MANUFACTURERS RECOMMENDATIONS.

5. COORDINATE EXACT LOCATION OF DUCTWORK WITH
EQUIPMENT, LIGHTING, PIPING, ETC..

6. BALANCE AIR SYSTEMS WITHIN 10% OF CAPACITIES LISTED.

7. CONTRACTOR SHALL COORDINATE WITH GENERAL
CONTRACTOR OR OWNER PRIOR TO ANY CUTTING OF ROOF.

8. SOUND LINING IN DUCT IS INDICATED ON DRAWING WITH
DASHED LINE INSIDE DUCT. DUCT SIZE SHOWN IS THE INSIDE OF
THE DUCT AND DOES NOT ACCOUNT FOR 1" OF  ADDITIONAL
INTERNAL SOUND DUCT INSULATION

GENERAL NOTES

KEYED NOTES

EXISTING WORK (LIGHT)

NEW WORK (DARK)

CONNECT NEW TO EXISTING

NEW WORK KEY
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